1.00 GENERAL

1.01 The Texas Veterinary Medical Diagnostic Laboratory (TVMDL) is committed to maintaining a safe environment for all employees and visitors. Compliance with applicable fire and life safety standards is a critical component of that commitment. Specifically, TVMDL is required to comply with the Life Safety Code, National Fire Protection Association (NFPA) 101, and other NFPA codes and standards referenced therein.

2.00 GUIDELINES AND PROCEDURES

2.01 Employees at all levels must understand the importance of fire safety and support fire and life safety programs that include:

2.01.01 Code compliant design and construction of buildings;

2.01.02 Code compliant occupancy and operation of buildings and facilities;

2.01.03 Assignment and acceptance of fire safety responsibility and accountability at all levels;

2.01.04 Regular inspection and review of facilities and activities; and

2.01.05 Preventive maintenance of all fire and life safety systems, including fire extinguishers, fire detection and alarm systems, exit systems including marking and hardware, illumination systems including normal and emergency lighting and generators.

The TVMDL Safety Manual is the approved document that defines fire and life safety.

2.02 TVMDL Laboratory Safety Officer is responsible for:

2.02.01 Establishing, communicating, and maintaining appropriate fire and life safety procedures and programs as necessary to maintain compliance with applicable codes and standards;

2.02.02 Providing training opportunities in fire and life safety;

2.02.03 Responding to reports of unsafe conditions;

2.02.04 Performing regular inspections of facilities and activities; and

2.02.05 Ensuring preventive maintenance and testing of all fire and life safety systems, including fire detection and alarm systems, exit systems including marking and hardware and illumination systems, including normal and emergency lighting is routinely completed.

2.03 TVMDL Section Heads / Resident Directors are responsible for:

2.03.01 Ensuring that all facility modifications and significant changes in use of facilities (e.g., changing an office to a laboratory, meeting room, etc.) under their responsibility receive prior review and approval;
2.03.02 Understanding and enforcing fire and life safety policies;
2.03.03 Ensuring employees receive appropriate fire and life safety training; and
2.03.03 Correcting identified deficiencies.

2.04 TVMDL Employees are responsible for:
   2.04.01 Understanding and complying with all fire and life safety policies;
   2.04.02 Reporting any unsafe conditions to the TVMDL Laboratory Safety Officer; and
   2.04.03 Their personal fire and life safety.

2.05 Each TVMDL facility shall, as applicable, develop emergency plans as required by the NFPA 101®, Life Safety Code®.

2.06 Plans for any renovation or new construction shall be submitted to the Texas A&M AgriLife Facilities Management and Construction department for review and compliance with the NFPA 101®, Life Safety Code® and other applicable state, federal, and local codes, standards, and regulations.

Questions concerning this procedure should be referred to the Laboratory Safety Officer @ 979-845-3414.

Approved 2/22/2012
Next review: Feb. 2014